three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

16

one eighth inch = one foot

GENERAL NOTES:

A. SUB—BASEMENT SHOWN ON THIS PLAN CAN BEGIN IN PHASE 1. WORK ON THIS PLAN
SHALL BE COMPLETED PRIOR TO THE END OF PHASE 2.

B. SUB—BASEMENT IS A CRAWL SPACE APPROXIMATELY FOUR (4) FEET HIGH WITH LIMITED
CLEARANCE AND LIGHTING. ACCESS TO SUB—BASEMENT CAN BE ACHIEVED THROUGH
STAIR NUMBER EIGHT (8) AND/OR STAIR NUMBER FIVE (5). ALL PIPING SHOWN IS
LOCATED BELOW THE BASEMENT IN THE SUB—BASEMENT.

SUB-BASEMENT KEY PLAN

18 19 SCALE: N.T-S.

C. ANY OPEN FLAME CUTTING, BRAZING OR WELDING IN SUB—BASEMENT WILL REQUIRE SPOT
EXHAUST DUCTED TO OUTSIDE. CONTRACTOR SHALL SUBMIT VENTILATION PLAN TO VA
FOR APPROVAL PRIOR TO STARTING WORK.
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